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ASSEMBLY EC5-3.1701
GROUNDING DETAIL 7' 11" X 13' MANHOLE OR SWITCH VAULT INSTALLATION-GROUND RODS ONLY

1. 460-0001417 4 EA RODGND5/8 X 8GALV

REFERENCE STANDARDS:
A) Refer to EC5-2.2600 for 7' 11" x 13' x 8' 7" concrete manhole vault.

B) Refer to EC5-2.2900 for 7' 11" x 13' x 8' 7" concrete vault for padmount switch.
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